FERMITTEE NAME/ADDRESS

NATIONAL POLLUTANT DISCHARGS ELIMINATION SYSTEM (NPDES)
(Inchude Facility Name/Localiow if different) DISCHARGE MONITORING REPORT (DMA)
us Be\mrlmtnl o: fnterior (2-16) (17-13)
NAME  Bureao of Reclaation WA-002666-2 oot Sedimentation Plant (non-wastewater)
- ADDRESS 826 Last Frool St-cef, Sulfe A PERMIT NUWIBER DISCHARGE NUMDER
: Porl Angeles WA 98362-3613
a MONITORING PERIOD Slurry was discharged on 2/8 & 2/9
- FACILITY Elwba Water Trestment Plant FROM YEAR MO DAY TO YBAR MO DAY
- LOCATION Ehwha River/ Lat: 48" 10" 10" M/Lodg: 123°33° 7’ W, 2011 02 01 2011 n 28
Lo y EE=T] T, I L T
o PARAMETER NO. | FREQUENCY SAMPLE
= (32:37) (3Cand Only)  QUANTITY OR LOADING (¢ Card Orily) QUALITY OR CONCENTRATION e = o
({6-53) (54-61) (36-45) (¢6-51) (54-61) ANALYSIS
AVERAOE MONTHLY | MAXIMUMDAILY | UN(TS BANGALAL AVERAGE MONTHLY | BAXIMUM DAILY | UNITS | (6263) (64-55) 269-70)
Flow SAMFLE 6.06 6,64 i st ki xade WEBEAED 0 continuous rxcording
M BASTREMENT
Influent TPERMIT. Report Repart CF3 Continpous Recordi
EEQUIREPMENT CP i N : i
Flow SAMPLE 0¢.367 0422 EECUEE TR Arba s 0 continuous rzcording
& EASTREMENT
Effluent PERNIT Report Report CFS . Continuous Rexording
Turbidity SAMPLE ETTTT TREAeRA ST 174 30 ) contiouons rcording
T EASUREMENT
Influent PERNDT- o5l .Repart NTU Continuous Recording.
EEQUIREMENT Rep . | _ g
pH SAMPLE FTTETTH] VA ki PRI 724 7.62 o daily grab
MEASUREMENT
Influent PERMIT i 6.5—-85 85 s, 5/ wesk. Grab
pH SAMPLE T SRR kich Tl 7.60 7.60 0 dally grab
= M EASUREMENT
= Efftuent PERMIT 6.5-8.5 85 s 5/ week Grab
i ESQUIREMENT 7 . ;
& Tem?ﬂ'm SANPLE LA ELLE S L LR LT ] W en g 4’97 5.22 i dH.Lly g‘ab
= »LASTHEMENT
= Influeat PERWIT oft Report Y S/ Week Grab
= ESQUIREMENT . R
= Ternperature SAMPLE CCIIrT) IYTTETT) AR EEARE 447 7] o daily b
o M»EASTREMENT
(I
= Influent .~ PERMIT Repoit. - Report §/Week Gmab
' | erqumEnmnNT | . il i g
| NAME/TITLE PRINCIPAL EXECUTIVE OFFICER | § CERTIEY UNDER PEMALTY OF LAW THAT THIS DOCUWENT AND ALL ATTACHMENTS WERE
. PREPAEED UNDER MY DIRECTION OR sutpmmmr( TH ACCORDANCE WITH A SYSTEM &I&éﬂr ’/’75‘/ 377 /// .
= DESIGNED T0 ASSURE THAT QUALIFIED PERSONNEL *ROPERLY GATHER AND TELEPHONE DATE
P Michael S Greene, PE BYALUATE THE INFORMATION SUBMITTED. BASED CN MY INQUIRY OF THE PERSON OR 360 417-1180 2011 03 09
— , . PEASKRSS WHD MANAGE THE SYSTED, OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR
o Projeot/Plant Manager, Veala Water N. GATHERING THE INFORMATION, THE INFORMATION SUBNITFED IS, TO THE BEST OF MY ,%
) America Operating Sefvices —
o TYPED OR PRINTED KNDWLEDGE AND BELIEF, TRUE, ACCURATE, AND COMPLETE, | AM AWARE THATTHERE | SIGNATURE OF PRINCIPAL EXECUTIVE | AREA NUMBER YEAR | MO | DAY
- ARE SIONTFICANT PENALTIES POR SUBNMITTING PALS3 INFORMATION, INCLUDING THE OFFICER OR AUTHORIZED AGENT CODE
= _ _ POSUIB EITY OF FINE AND [MPRISONBENT FOR KNOWING VIOLATIONS.
! COMMENT AND EXPLANATION CF ANT VIOLATIONS (Ruferancy oll attackmentt fere)
iz The Elwha River WTP (Sedimentation) is currently in a “mothball” or stend-by operating mode. "t is operated on an infermittant basis for commissioning and equipment exercise.
~— Compuler Reproduction EPA Form 3320-1 Page 1 of 4
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PERMITTEE NAME/ADDRESS NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (WPDES)
(Tnchude Facility Neme/Location if differens. DISCHARGE MONITORING REPORT (DME)
~US Depsrtment of Interior @19 (17-19
NAME  Bureau of Reclamation WA-002666-2 1 Sedimentation Plant (non-wastewater)
ADDRESS 826 East Front Streef, Swie A PERMAT NUMBBR DISCHARGE NUMBER
e o —
) Port Angeles W4, 98362-3613
o MONITORING PERIOD Slurry was discharged on 2/8 & 2/9
FACILITY Elwba YWater Treatment Plart FROM YEAR MO DAY TO YEAR 0o DAY
= LOCATION Eiwha River/Lat 48 10* 107 N/Long: 123°33° T W. 2011 02 01 2011 02 28
> T ma e (2537 @ eND X
o PARAMETER NO. | FREQUENCY SAMPLE
= (1237 (7CedGnl)  QUANTITY OR LOADING (¥ Card Onty) QUALITY OR CONCENTRATION it e iy
(46-53) G460 (3845 (¥6-53) (54-61) ANALYSIS
AVERAGE MONTHLY | MAXIMUM DAILY | UNITS NI AVERAGE MONTHLY | MAXIMUM DAILY © UNITS | (62-63) (648) (69:70)
Fecal Coliform SAMPLE FERAREA L WAEEAR < <) 0
MEASUREMENT
Influent PERMIT o Report #100 ml 10/vicath Grab
ij Cﬂrlm SAMPLE FehA b AbidA kA ELELEER 3 2 2 0
MOASUREMENT
Efiuent PERMIT R #0omi 10/Month Grab
¥ REQUIREMENT epoct Regart
Total Suspended Solids SAMPLE AD<50 NTU AD<SONTU AT AD<50 NTU AD<50NTU 0
Tnfluent MEASUREBENT
Dally Average Influent Turbidity > SONTU [ PERMIT Reporl Sec1B3& IBA | LivDay Report - Report mg/L Daily 247y
REQUIREMENT s . il cmposite
Tutal Suspended Solids SAMPLE AD<50NTU AD<SONTU iuery AD<S0NTU AD<50NTU 0
Effluent MEASUREMENT
Daily Average Influent Turbidity > SONTU [ FERMIT Report Sed B3 & 1BA4 | LbDay Repont ‘Report mg/L Daily 24-Hr
REQUIREMENT | = ' ¢mposite
== Total Suspended Solids SAMPLE 0,075 0.078 SHheny 36 36 0 Day of comp
- Influent MEASUREMENT discharge
o= e - -
13 Daily Average Influent Turbidity < SONTU [ PERMGET Repont 22 HICFS Repart Report mg/L Daily 24-Hr
= RRQETEMENT River _ _ o : COHMpOAte
= Total Suspended Solids SAMPLE 0,085 0.124 wATRaE Ti 109 0 Day of comp
= Efluent MEASTRESENT discharge
— Duity Aversge Influcnt Turbidity < SONTU| __ TERMIT Report 22 BICES Repart - Reporl mg/L " Daily 24-Hr
:;?)_- REQUIREMENT - ; ' River j ; eomposite
=i Settleable Solids SAMPLE AR & EAREAS K EIITIIT] <10 <10 0 2/month comp
MEASURERIENT
= Influznt PEIDGT : Report . “Report mbL 1/month 24-Hr
& QUIREMENT ; - ; composite
2 N AMITTILE PRINCIPAL EXECUTIVE OFFICLR |1 CERTISY UNDER PEHALTY OF LAW THAT TH)S DOCUMENT AND ALL ATTACERENTS WELE
- PREPARED INDER M« DIRECTION OR SUPERVISION IN ACCORDANCE WITH A §YSTEM Hesul o’ et~ 3// 7/ 4
oo DESKGNED TO ASSUR3 THAT QUALIITID PERSCRYNEL PROPERLY GATHER AND TELEPRONE DATE
\ Michael § Greene, PE EVALLIATE THE INFORMATION SUBMITTED, BASED ON MY INQUIRY OF THE PEREON OR % 160 417-1180 2011 03 9
—_— X PERSDFS WHO MANEGE THE $YSTEM, OR THGSE FERSCNS DIRECTLY RESPONSIBLE FOR
—  Project/Plant Manager, Veolia Watcr N, | GATHERING THE INRIRMATION, THE INFORMATICN SUBMITTED IS, TO THE BEST OF MY %
i America Operating Setvices Lt
. TYPED OR PRANTED KNOWLEDGE AND BELIEF, TRUE, ACCURATE, AND COMPLETE. TAM AWARE THAT THERE SIONA OF FRINCIPAL EXECUTIVE | AREA NUMBER YEAR | MO DAY
< ARE SIGNIFICANT PEJALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE OFFICER OR AUTHORIZED AGENT 00DL
— L = POSSIBILITY OF FINE.AND IMPRISONMENT FOR iQ{O\\'lNGVIQI.ATlm_S_
_- COMMENT AND EXPLANATION OF ANY VIOLATIONS (Xeférerice ail atiaoirionts Jore)
g 1
Computer Reprodection EPA Form 3320-1 Page 2 of 4
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PERMITTEE NAME/ADDRESS NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
(Inclide Facility Nanve/Location if different) DISCHARGE MONITORING REPORT (DMRE)
' US Department of Interior (2-18) (17-1%)
NAME  Buresu of Reclamaton WA-002666-2 ool Sedimentation Plant (non-wastewater)
*“” ADDRESS 826 East Front Street, Suite A PERMIT NUMBER DISCHARGE NUMBER
= Port Angeles WA 98362-3613 '
MONITORING PERIOD Sharry was discharged on 2/8 & 2/9
- FACILITY Etwha Water Treatment Plant FROM YEAR MQ DAY TO YEAR MO DAY
o2 -
«> LOCATION Elwha River/ Lat: 48°10° 10” N/Long: 123° 33 7° W, 201 02 0l 2011 02 28
R a0 357 [CEI ST e AwIY
= PARAMETER NO. | FRBQUENCT SaMPLE
n2.87) () Card Only)  CUANTITY OR LOADING (4 Card Cniy) QUALITY OR CONCENTRATION EX OF TYPE
(¢6-53) (54-61) (34-43) {30-53 (5451) ANALYSIS
AVERAGE MONTEHLY | MAXIMUM DAILY | UNITS NINIUM AVERAGE MONTHLY | MANIMUM DALY | UNITS | (43-63) [64-55) £69-78)
Segtieable Solids SAMPLE TAEEERE EEAREIE CLErrT 7 12 0 2/month comp
MEASUREMENT
Effluent PERMIT Report Report - ml/L I/month U-He
BEQUIREMENT ; composits
BOD; 3,\}59[,;; FAkRAE TITIIL I 0.81 0.81 0 1/month comp
MEASUREMENT
Effluent PERMIT Report Regort mg/L 1/month 24-Hr
REQUIREMENT 7 ruposite
Alkalinity SAMPLE AT T AtoA b= an a0 mg/l 0 1/month vomp
MEASUREMENT
Efflucot - PERMIT Report Report as | /month 24 hr com,p |
; REQUIREMENT _ : ' ' CaCOy _ N
Total Dissolved Solids SAMPLE L LR tond E84 pans=y 11 176 0 2'month oomp
MEASUREYVENT
Influent . PERMOT . Report Repont mg/L. 1/month 24-Hr
= REQUIREMENT : eampasite
G Total Dissolved Solids SAMPLE [EETEET CETCTT LALLEEE] 159 159 0 l/menth oomp
Lo MEASUREMENT
= Effluent "~ PERMAT Report Report mg/L [month 24-Hr
= REQUIREMENT ' composite
=~ Total Aluminum SANPLE 0.0 0.0 FeapR 0.0 0.0 0 |/moath comp
— MEASUREMENT
=7 oo : .
iy Influent PERMIT Report Report Ib/Day Report Repatt mg/L 1/month A-Hr
— BEQIMREMENT - ‘ 2 B ) . composite
Total Alumjnum SAVMPLE 184 184 i 1.0 11.0 0 1/month comp
MEASUREMENT
= o : -

. Efluent PERMIT Repord Report Ib/Da ot Repart mg/L 1¢month 24-Hr
= REQUIREMENT S o d Rept : eamposite
LI — — " E— S— ar— _-.—I__-_-h_-—-_ - -

* T NAWETITLE PRINCIPAL EXECUTIVE OFFICER | ) CRTIFY UNDER PENALTY OF LAW THAT THIS DDCUMENT AND ALL ATTACHBENTS WERE ;V
L PREPARED UNDER MY DIRECTION OR SUPERVISION TN ACCORDANCE WITH A SYSTEM }? P "7/'3 7 ‘7/’ 7/

[ DERIGHED TO ASSURE THAT QUALIFIPD PERSONNEL PROPERLY GATHER AND
— Michael S Greene, PE 8¥ ALUATE THE INFORMATION SUBMITTED, BASED OR MY INQUIRY OF THE PERSON OR : 360 A17-1180 0L T 03 )
— , qkes PERSONS WHD MANAGE THE SYSTEB, OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR 7
=,  Project/Plant Manager, Veolia Water N. GATHERING THE INFORMATION, THE INFORMATIGN SUBMNITTED )S, TO THE BEST OF MY
America Operating Services

- TYPED OR PRINTED KINOWLEDGE AND BELIEE, TRUB, ACCURATE, AND COMPLETE. [ AM AWARE THAT THERB SIGNATURE OF PRIMCIPAL EXECUTIVE | AREA NUMBER YEAR | MO | DAY
— ARE SIGNTFICANT PENALTIES FOR SUBMITTING FALSE 0NPORMATION, INCLUDING THE CFFiCER OR AUTHORIZED AGENT CODE

~ FOSSIBILITY OF IENE AND IMPRISONMENT FOR KNOWING VIOLATIONS,

s COMMENT AND EXPLANATION OF ANY VIOUATIONY (Reference alf affackmens here)
=

Computer Repreduction EPA Form 3320-1 Page 3 of 4
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PERMITTEE NAME/ADDRESS NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NFDES)
(Inctude Facility Name/Location ¥ djiferens) DISCHARGE MONITORING REPORT (DMR)
US Department of Intesior (2-16) (47-19)
oy YAME  Buveau of Reciamazion WA-002666-2 001 Sedimentation Plaot (non-wastewater)
. ADDRESS 826 East Front Strezt, Suile A PERBAT NUMBER DISCHARGE NUMBEX
= Port Angeles WA 98362-3613
_ MONITORING PERIOD Slurry was discharged on 2/8 & 2/9
> PACILITY Elwha Water Treatmeat Plaot FROM YEAR MO DAY 0 YEAR MO DAY
“? LOCATION Elwha River/Lat: 48°10° 10" MJ/Lopg: 123°33' T W, 2011 a2 )| 2011 nz 28
e : 7] T ™ G T 73631
NO, | FREQUENCY SAMPLE
(22-37) (3Cord Ony)  QUANTITY OR LOADING (4 Card Crdly) QUALITY OR CONCENTRATION o & b
(#6.53) (F451) (3845 [6-53) (5461 ANALYSIS
AVERAGE MONTHLY | MAXMUM DALY | UNITS MINTMUM AVERAGE BONTHLY | MAKIMUM DALY | UNITS | (67-53) (64-68) (69-70)
Dissolved Oxygen SAMPLE LI ERS AN & [LEEEE R 135 14.0 ] 2monih grab
W EASUREFIENT
Influent FERMIT Repart Report mg/L T/Month Grab
SAMPLE
MEASUREMENT
T
EEQUIREMENT
SAMPLE
M EBASUREMENT
FERDIT
FEQUIREMENT
SABIPLE
MEASUREMENT
FERBOT
EEQUIREMENT
= SABIPLE
. MEASUREMENT
Ll PERMIT
e EEQUIREMENT |
= SAMPLE
o MEASUREBENT
= [PERMIT ]
= EDQUIREMIENT
o SAMPLE
MEASUREMENT
_ EEQUIREMENT | ! _ E “ il y
= T NAME/TITLE PRINCIPAL EXECUTIVE OFFICER |1 CARTL?Y UNDER PENALTY OF LAW THAT 7HIS DOCUMENT AND ALL ATTACHBIENTS WERE
(=1 PREPARED UNDER MY DIRECTION OR SUPERVISION N ACCORDANCE WITH A SYSTEM
— DESIGINED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND ’ TELEFHONE DATE
(:r:) Mlch&ﬂ S Grggne' PE EVALUATE THE INFORMATION SUBMITTED, BASED ON MY INQUIRY OF THE PRRSON OR 360 417-1 180 2011 {3 ﬂg
: ; : PERSOMS WHO MANAGE THE SYSTEbL, OR THOSE PERSONS DIREGTLY RESPONSIBLE FOR 4
| Project/Plant Mansger, Veolia Water N. | GATHEUNG THE INFORMATION, THE INFORMATION SUBSOTTED 18, TO THE BEST OF MY : d
- America Operating Services
— TYPED OK PRINTED KNOWLEDGE AND BELIGF, TRUE, ACCURATE, AND COMPLETE, [ AM AWARE THAT THERE SIGNATURE OF PRINCIPAL EXECUTIVE | AREA NUMBER YEAR | MO | DAY |
o~ ARE SIGNIFICANT PENALTIES FOR SUBMITTING PALSE INFORMATIOW, INCLUDING THB OFFSCER OR AUTHORIZED AGENT CODE
; POSSIBLITY OF NG AND IMPRISOVMENT FOR KNOWING VIOLATIONS.
—+ COMMENT AND EXPLANATION OF &N© VIOLATINNS (Refersnce alf afknhmments hers)
==
= Comnbuter Reoroduction EPA Form 3320-1 Page 4 of 4
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() veoua

wwATER

504 Johnson Lane 208-455-3041
Caldwell ID 83605 Fax: 208-453-5032
To: Al Vann EPA Region 10 Fax: 206-553-1280
From: Mike Greene

Date: 0 3/14/11
Subject: DMR Resubmittal

Total Pages: 6
Including this page




Mar.14. 2011 3:18PM  VEOLIA WATER NA No.5317 P. 2

@ veoua

WATER

March 14, 2011

US EPA Region 10

Dircetor, Officc of Compliancc & Enforcement
1200 Sixth Avenue, OCE-133

Seattle, Washington 98101

RE: NPDES # WA-002666-2, CORRECTED MONTHLY REPORT,
FEBRUARY 2011, ELWHA WATER TREATMENT PLANT

Attn: PCS Data Entry Team (Al Vann)

Attached is a revised/corrected DMR for the month of February, 2011 for the Elwha
Water Facilities in Port Angeles, WA.

After submitting (via registered mail) the first monthly report, a few errors in data
transfer were noticed that affected the accuracy of the first submittal. 1 would like to
replace that February DMR with the attached and corrected version.

Please contact me if there are any questions or comments regarding the enclosed forms.

Michael § Greene
District Manager

€x: Richard Bawman, BOR
Paul Rothgery, NPS
Jeff Bohman, NPS
Chris Lewis, NPS

Enclosures;

1. DMR, February 2011 (revised). EPA Form 3320-1 (4 pages)

Veolia Water North Amerlca Operating Services, LLC
10350 Sw Arrowhead Creek Lane, Wilsonville, OR g7o70
Tel: 503.582.0655 - Fax: 503.582.9050
wwwiveoliswatarna com



@ veoua

WATER

March 10, 2011

US EPA Region 10

Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133

Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT, FEBRUARY 2011,
ELWHA WATER TREATMENT PLANT

Attn: PCS Data Entry Team

Enclosed is the monthly Discharge Monitoring Report (DMR) for the Elwha

Water Treatment Plant (Port Angeles. WA) for the month of February 2011. The
report is being submitted by Veolia Water North America (VWNA) Operating Services
on behalf of the US Department of Interior, Bureau of Reclamation. A copy has been
submitted to the Washington DOE.

Shurry, generated from the sedimentation process, was discharged on February 8 & 9.
The total discharge time for both days and for the entire month was 11.7 hours.

Please contact me if there are any questions or comments regarding the enclosed forms.

Sincerely,

y !

Michael S Greene
District Manager

[0 B Richard Bauman, BOR
Paul Rothgery, NPS
Jeff Bohman. NPS
Chris Lewis, NPS

Enclosures:

1. DMR, February 2011. EPA Form 3320-1 (4 pages)

Veolia Water North America Operating Services, LLC
10350 Sw Arrowhead Creek Lane, Wilsonville, OR g7o70
Tel: 503.582.06%5 « Fax: 503.582.9050
wwwveoliawaterna.com



PERMITTEE NAME/ADDRESS
(Include Facifity Name/Location if different)

US Department of Interior

NAME Bureau of Reclamation

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

(2-76)

WA-002666-2

ADDRESS 826 East Front Street, Suite A

PERMIT NUMBER

Port Angeles WA 98362-3613

(17-19)

001

DISCHARGE NUMBER

MONITORING PERIOD

Slurry was discharged on 2/8 & 2/9

Sedimentation Plant (non-wastewater)

FACILITY FElwha Water Treatment Plant FROM YEAR MO DAY TO YEAR MO DAY
LOCATION Ehwha River/ Lat: 48° 10" 10” N/Long: 123"33° 7" W, 2011 02 01 2011 02 28
[20-21) 122355 £24-75) {26-37) 125-29) (331}
PARAMETER ) NO. FREQUENCY SAMPLE
(32-37) (3 Card Onfv)  QUANTITY OR LOADING {4 Coprd Only) QUALITY OR CONCENTRATION EX OF TYPE
46-53) (5461 £38-43) (46-53) (54-61) ANALYSIS
AVERAGE MONTHLY | MAXIMUM DAILY UINITS MINIMUM AVERAGE MONTHLY MAXIMLUM DAILY UNITS | (62-63) (G4-08) (69-7t))
Flow SAMPLE 25 2.7 EERERER RERTHS AERENEF 0 continuous recording
MEASUREMENT
Influent PERMIT Report Report CFS Continuous Recording
REQUIREMENT
Flow SAMPLE 0177 0.311 st i di IARREEY Thesded 0 continuous recording
MEASUREMENT
Effluent PERMIT Report Report CFS Continuous Recording
REQUIREMENT
Turbidity SAMPLE Rt bbbl il i 122 16.0 0 continuous recording
MEASUREMENT
Influent PERMIT Report Report NTU Continuous Recording
REQUIREMENT
pH SAMPLE Hhbhhbr EEEE =T ke 724 7.62 0 daily grab
MEASUREMENT
Influent PERMIT 6.5-8.5 85 s 5/ week Cirab
REQUIREMENT
PH SAMPLE T REFEERE T IL 760 760 0 daily grab
MEASUREMENT
Effluent PERMIT — . |~ 65-85 835 s 5/ week Grab
REQUIREMENT == =0 S~
Temperature SAMPLE ki ek [ Fasiees [SUS [N T 197 ) 0 e o e
MEASUREMENT 1 .
Influent PERMIT \ ] U Report Report " 5/Week Grab
REQUIREMENT l'\f_mg‘ Aol Y
Temperature SAMPLE T (1] o Aknrnss 447 522 0 daily grab
MEASUREMENT
Influent PERMIT pA REGIDN 10 Report Report 5/Week Grab
REQUIREMENT = g8 Cat m; WD ENFORGEMENT o aa
NAMETITLE PRINCIPAL EXECUTIVE OFFICER | 1 CERTIFY UNDER PENALTY OF LAWL I o ALL ATTACHMENTS WERE
PREPARED UNDER MY DIRECTION OR SUPERVISION IN ACCORDANCE WITH A §YSTEM
DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND TELEPHONE DATE
Michael § Greene. PE EVALUATE THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR 360 417-1180 2011 03 09
. , PERSONS WHO MANAGE THE SYSTEM, OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR
Project/Plant Mﬂﬂug‘—‘r_.- Veoha Water N, GATHERING THE INFORMATION, THE INFORMATION SUBMITTED IS, TO THE BEST OF MY )
America Operating Services ==
TYPED OR PRINTED KNOWLEDGE AND BELIEF, TRUE, ACCURATE, ANT) COMPLETE | AM AWARE THAT THERE T AREA NUMBER YEAR | MO DAY
ARE SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE OFFICER OR AUTHORIZED AGENT CODE
POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS
COMMENT AND EXPLANATION OF ANY VIOLATIONS (Reference all atiochments here)
“The Elwha River WTP (Sedimentation) 1s currently in a “mothball” or stand-by operating mode. It is operated on an intermittent basis for commissioning and equipment exercise.
Computer Reproduction EPA Form 3320-1 Page 1 of 4
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PERMITTEE NAME/ADDRESS
(include Facility Name/Location if different)

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

LIS Department of Interior (2-16) {17-19)
NAME Bureau of Reclamation WA-002666-2 001 Sedimentation Plant (“ou.wastewater)
ADDRESS 826 East Front Street, Suite A PERMIT NUMBER DISCHARGE NUMBER
Port Angeles WA 98362-3613
MONITORING PERIOD Slurry was discharged on 2/8 & 2/9
FACILITY Elwha Water Treatment Plant FROM YEAR MO DAY TO YEAR MO DAY
LOCATION Elwha River/ Lat: 48°10° 10" N./Long: 123" 33° 7" W. 2011 02 01 2011 02 28
{2020 §22:23 f34-281 r26:2 (28-2497 3031
PARAMETER NO. | FREQUENCY SAMPLE
(32.37) (3 Card Onfy)  QUANTITY OR LOADING {4 Card Only) QUALITY OR CONCENTRATION ¥ - -
{46-53) (54-61) (38-45) {46-53) (54-d1) ANALYSIS
AVERAGE MONTHLY | MAXIMUM DAILY | UNITS MINIMUM AVERAGE MONTHLY | MAXIMUM DAILY UNITS | r62-63) (6-4-65) (69-711)
Fecal Coliform SAMPLE R [ EEARARE = = 0
MEASUREMENT
Influent PERMIT Report Report #100 ml 10/Month Grab
REQUIREMENT
Feeal Coliform SAMPLE EHEEEES I ILiL] kEh kg 2 2 0
MEASUREMENT
Effluent PERMIT Report Report #/100 ml 10/Month Grab
REQUIREMENT
Total Suspended Solids SAMPLE AD<30 NTU AD=30 NTU AEddAre AD<50 NTU AD=50 NTU 0
Tnfluent MEASUREMENT
Daily Average Influent Turbidity > SONTU PERMIT Report See LB3 & 1B4 |Lb/Day Report Report me/L Daily 24-Hr
REQUIREMENT composite
l'atal Suspended Solids SAMPLE AD<50 NTL AD=30 NTU SR AD<50 NTU AD=50 NTU 0
Efluent MEASUREMENT
Daily Average Influent Turbidity = 50 NTU PERMIT Report See LB3 & 1LB4 | Lb/Day Report Report mg/L Daily 24-Hr
REQUIREMENT composite
Total Suspended Solids SAMPLE 0.076 0.088 FhERRAE 36 36 0 Day of comp
Influent MEASUREMENT discharge
Daily Average Influent Turbidity < SONTU PERMIT. Report 22 - #ICES Repart: Report meg/l Daily 24-Hr
REQUIREMENT River composite
Total Suspended Solids SAMPLE 0.035 0.124 FERERRE 71 109 0 Day of comp
Effluent MEASUREMENT discharge
Daily Average Influent Turbidity < 50 NTL PERMIT Report 22 #/CFS W g Report Report mg/L. Daily 24-Hr
REQUIREMENT T =F ok lih N/ = A = .
= (g EelE |V Iy composi
Settleable Solids SAMPLE LT i) U e MR TR T I <1.0 <10 0 2/month comp
MEASUREMENT r_ o ] i
Influent PERMIT s Re Report ml/L. 1/month 24-Hr
REQUIREMENT -‘“ HAR ‘ ﬂ 20” iLJ \ e P composite
NAMETITLE PRINCIPAL EXECUTIVE OFFICER | [ CERTIFY UNDER PENALTY OF LAW THAT THIS DOCUMENT AND ALL ATTACHMENTS WERE ||
PREPARED UNDER MY DIRECTION OR SUPERVISION INJNCCORDANCE WITH A SYSTEM — | I
DESIGNED T0 ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER ANB RELICH 10 | —_— TELEPHONE DATE
Michacl $ Greene, PE EVALUATE THE INFORMATION SUBMITTED. BASED (03 Hi NFO 360 A17-1180 2011 [iE] 09
: = PERSONS WHO MANAGE THE §YSTEM, OR THOSE PERS L FOR
Project/Plant Manager, Veolia Water N, GATHERING THE INFORMATION, THE INFORMATION SUBMITTED IS, TO THE BEST OF MY
America Operating Scrvices —
TYPED OR PRINTED KNOWLEDGE AND BELIEF, TRUE, ACCURATE, AND COMPLETE | AM AWARE THAT THERE  #| SIGNATURE OF PRINCIPAL EXECUTIVE AREA NUMBER YEAR | MO DAY
ARE SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE OFFICER OR AUTHORIZED AGENT CODE
POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS.
COMMENT AND EXPLANATION OF ANY VIOLATIONS (Refercove all attachonents here)
Computer Reproduction EPA Form 3320-1 Page 2 of 4
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PERMITTEE NAME/ADDRESS
(Include Facility Name/Location if different)

US Department of Interior

NAME Bureau of Reclamation

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

(21

WA-002666-2

ADDRESS 826 East Front Street, Suite A

PERMIT NUMBER

Port Angeles WA 98362-3613

(17-19}

001

DISCHARGE NUMBER

MONITORING PERIOD

Slurry was discharged on 2/8 & 2/9

Sedimentation Plant (non-wastewater)

FACILITY Elwha Water Treatment Plant FROM [ YEAR MO DAY TO | YEAR MO DAY
LOCATION Elwha River/ Lat: 48"10° 10” N./Long: 12333 7" W, 2011 02 01 2011 02 28
(5T 2223} [24-25) 26-21) (N2 FEETT
PARAMETER s ] = - _ e NO. | FREQUENCY SAMPLE
(33-37) (3 Card Onlyj  QUANTITY OR LOADING {4 Card Onlyy QUALITY OR CONCENTRATION £ of T
(4633 (54-61) (38-43) {46-33) (54-61) ANALYSIS
AVERAGE MONTHLY | MAXIMUM DAILY | UNITS MINIMUM AVERAGE MONTHLY | MAXIMUMDAILY | UNITS | 62-63) (64-68) (69-70j
Senlcuh[e S(’Ild!ﬂ SK\MPLL LE L Lt L2 wRERERY EE S L L] T |2 0 Z[munth ch}P
MEASUREMENT
Effluent PERMIT Report Report mi/L 1/month 24-Hr
REQUIREMENT composite
BOD; SAMPLE e R A 0.81 0.81 0 1/month comp
MEASUREMENT
[ ffluent PERMIT Report Report mg/L I/month 24-Hr
REQUIREMENT composite
:‘\lkéﬂll‘lll}’ SAMPLE FEFEEER EdkEERg seofe e ol o mg‘{L 0 lltmunu..l L'l]mp
MEASUREMENT 1 S
Effluent U E_@'\" W e W vl Report Report as /month 24 hr com.p
UIREME : == R
oumenie () 5.0V =) caco,
Total Dissolved Sclids SAMPLE \LJ< r-uu* onwrna 4] i g il 11 176 0 2/month comp
MEASUREMENT | || = voa nall L
Influent PERMIT U MAR T o 5 Report Report m/l. Umonth pYRIP
REQUIREMENT \ composite
Total Dissolyed Solids SAMPLE — A AREEL 159 159 0 1/month comp
MEASUREMENT u.S EPA ?;E"E' E_!J'{E ENFORCEMENS
Effluent PERMIT Report Report mg/L 1/month 24-Hr
REQUIREMENT composite
Total Aluminum SAMPLE 0.0 0.0 ERREE A 0.0 0.0 0 1/month comp
MEASUREMENT
Influent REQPER M:TENT Report Report Ib/Day Report Report mg/l. 1/month 24-Hr
LIRES composite
Total Aluminum SAMPLE bk 11.0 11.0 0 1/month comp
MEASUREMENT
Effluent PERMIT Report Report Ib/Day Report Report mg/L I/month 24-Hr
EEAUREMENT composite
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER. |1 CERTIFY UNDER PENALTY OF LAW THAT THIS DOCUMENT AND ALL ATTACHMENTS WERE
PREPARED UNDER MY DIRECTION OR SUPERVISION IN ACCORDANCE WITH A SYSTEM )
DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND /
Michael S Greene. PE EVALUATE THE INFORMATION SUBMITTED BASED ON MY INQUIRY OF THE PERSON OR - 360 417-1180 2011 03 09
= : PERSONS WHO MANAGE THE SYSTEM. OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR 2 7
Project/Plant Manager, Veolia Water N. GATHERING THE INFORMATION, THE INFORMATION SUBMITTED IS, TO THE BEST OF MY 2 s
America Operating Services i i -
TYPED OR PRINTED KNOWLEDGE AND BELIEF, TRUE, ACCURATE, AND COMPLETE | AM AWARE THAT THERE /4 SIGNATURE OF PRINCIPAL EXECUTIVE AREA NUMBER YEAR | MO DAY
ARE SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE OFFICER OR AUTHORIZED AGENT CODE
POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS.
COMMENT AND EXPLANATION OF ANY VIOLATIONS (Reference all anachmeris here)
Computer Reproduction EPA Form 3320-1 Page 3 of 4
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PERMITTEE NAME/ADDRESS
(Include Facility Name/Location if different)

LS Department of Interior
NAME Burean of Reclamation

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

{2-16)

WA-002666-2

ADDRESS 826 East Front Street, Suite A

PERMIT NUMBER

Port Angeles WA 98362-3613

f

17-19)

061

DISCHARGE NUMBER

MONITORING PERIOD

Slurry was discharged on 2/8 & 2/9

Sedimentation Plant (non-wastewater)

FACILITY Elwha Water Treatment Plant FROM YEAR MO DAY TO YEAR MO DAY
LOCATION Elwha River/ Lat: 48°10° 10" N./Long: 123" 33' 7 W. 2011 02 01 2011 02 28
20211 {22-23) 124-25) 126-27) 125-20) ELET
PARAMETER - NO. FREQUENCY SAMPLE
(32-37) (3 CardOwly)  QUANTITY OR LOADING 4 Card Only) QUALITY OR CONCENTRATION = P pillgas
46-53) (54-61) {38-45) {46-33) (54-61) ANALYSIS
AVERAGE MONTHLY | MAXIMUM DAILY UNITS MINIMUM AVERAGE MONTHLY | MAXIMUM DAILY UNITS | (62-63) (64-138) (69-70)
Dissolved Oxygen SAMPLE RERRRRS AR e 13.5 14.0 0 2/month arab
MEASUREMENT
[nfluent PERMIT Report Report mg/L 1/Month Grab
REQUIREMENT
SAMPLE
MEASUREMENT
PERMIT
REQUIREMENT
SAMPLE
MEASUREMENT
PERMIT
REQUIREMENT
SAMPLE
MEASUREMENT
PERMIT
REQUIREMENT
SAMPLE
MEASUREMENT
__PERMIT ——
— i ;
REQUIREMENT | | — (= (7 (6} || W/ [& [
SAMPLE L] a5TLL T o
MEASUREMENT i
PERMIT 1
REQUIREMENT HAR il 4 20 I lu
SAMPLE |4 ;
MEASUREMENT
PERMIT HED
EPA HEGIGN 10
REQUIREMENT OAPLIANCE AND ENFORCEMENT
NAMETITLE PRINCIPAL EXECUTIVE OFFICER | TCERTIFY UNDER : AT THIS DOCUMENT AND ALL ATTACHMENTS WERE
PREPARED UNDER MY DIRECTION OR SUPERVISION IN ACCORDANCE WITH A SYSTEM
DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND TELEPHONE DATE
Michael § Greene, PE EVALUATE THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR 360 117-1180 2011 03 09
. Bl e " PERSONS WHO MANAGE THE SYSTEM, OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR
Project/Plant Manager, Veolia Water N. GATHERING THE INFORMATION, THE INFORMATION SUBMITTED 18, TO THE BEST OF MY
America Operating Services -
TYPED OR PRINTED KNOWLEDGE AND BELIEF, TRUE, ACCURATE, AND COMPLETE | AM AWARE THAT THERE SIGNATIARE OF PRINCIPAL EXECUTIVE AREA NUMBER YEAR MO DAY
ARE SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE OFFICER OR AUTHORIZED AGENT CODE
POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS
COMMENT AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)
Comnuter Renroduction EPA Form 3320-1 Pace 4 of 4

DMR-NPDES_ELWHA




	page 1
	page 2
	page 3
	page 4
	page 5
	page 6
	page 7
	page 8
	page 9
	page 10
	page 11

